
     Spectrum Test Report 

Client name: Report time: 2017-01-30 

Item No: 348051_cw Model name: 

Results 

Spectrum 

CIE 1931 2° observer CIE 1964 10° observer Color Parameters 

x 0.3321 x 0.3379 CCT [k] 5517 

y 0.3462 y 0.3448 Chromaticity Error 0.004 

u' 0.2047 u' 0.2092 Color Peak 452.08 

v' 0.4801 v' 0.4803 Color Peak Value 41.26 

Color Dominant 549.9 

Rendering Indices Ra 81.1 Radiometric 4.1951 

R1 79.0 R8 64.3 

R2 87.0 R9 -4.1 Electrical Parameters 

R3 91.6 R10 68.4 Luminous [lm] 1354.61 

R4 80.1 R11 78.7 Luminous Efficacy [lm/W] 82.0974 

R5 79.5 R12 55.6 Power [W] 16,5 

R6 81.1 R13 81.3 Current [A] 0 

R7 85.9 R14 95.7 Voltage [V] 230 



     Spectrum Test Report 

Client name: Report time: 2017-01-30 

Item No: 348051_nw Model name: 

Results 

Spectrum 

CIE 1931 2° observer CIE 1964 10° observer Color Parameters 

x 0.3751 x 0.3811 CCT [k] 4103 

y 0.3705 y 0.3683 Chromaticity Error 0.004 

u' 0.2241 u' 0.2290 Color Peak 452.57 

v' 0.4980 v' 0.4979 Color Peak Value 32.95 

Color Dominant 579.5 

Rendering Indices Ra 83.2 Radiometric 4.3619 

R1 82.0 R8 63.9 

R2 90.9 R9 8.7 Electrical Parameters 

R3 95.3 R10 77.5 Luminous [lm] 1428.83 

R4 80.7 R11 79.5 Luminous Efficacy [lm/W] 90.4321 

R5 81.7 R12 59.6 Power [W] 15,8 

R6 86.1 R13 84.6 Current [A] 0 

R7 84.9 R14 97.9 Voltage [V] 230 



     Spectrum Test Report 

Client name: Report time: 2017-01-30 

Item No: 348051_ww Model name: 

Results 

Spectrum 

CIE 1931 2° observer CIE 1964 10° observer Color Parameters 

x 0.4354 x 0.4423 CCT [k] 3017 

y 0.4029 y 0.3989 Chromaticity Error 0.003 

u' 0.2501 u' 0.2563 Color Peak 600.72 

v' 0.5207 v' 0.5201 Color Peak Value 26.53 

Color Dominant 582.8 

Rendering Indices Ra 80.7 Radiometric 3.8797 

R1 78.9 R8 55.3 

R2 90.7 R9 -0.5 Electrical Parameters 

R3 95.2 R10 78.6 Luminous [lm] 1288.23 

R4 77.2 R11 75.5 Luminous Efficacy [lm/W] 78.0743 

R5 79.0 R12 68.0 Power [W] 16,5 

R6 88.2 R13 81.7 Current [A] 0 

R7 80.9 R14 98.1 Voltage [V] 230 


